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REFLECTED CEILING PLAN AND MEPFP SYMBOL LEGEND

o RECESSED DOWNLIGHT 2'X4' ACOUSTICAL CEILING
PANELS AND GRID
=  2x6"WALL MOUNTED LIGHT
FIXTURE - EMERGENCY 2'X2' ACOUSTICAL CEILING
POWER PANELS AND GRID
[~ O~ 1x4 RECESSED LIGHT FIXTURE -
EMERGENCY POWER
GYPSUM BOARD CEILING
@ 2x4 RECESSED LIGHT FIXTURE - (UNO)
EMERGENCY POWER
CEILING MOUNTED
EQUIPMENT SUPPORT
1x4 RECESSED LIGHT FIXTURE BRACING (ABOVE CEILING)
SUPPORT
2x4 RECESSED LIGHT FIXTURE
CEILING MOUNTED
——————  (CONCEALED)
2x4 SUPPLY AIR DIFFUSER P$1 -ms%\ PROJECTION SCREEN
\ HEIGHT
2x2 SUPPLY AIR DIFFUSER WIDTH
TYPE

SUPPLY AIR DIFFUSER

SYNCHRONIZED CLOCK SYSTEM

2x2 RETURN AIR/EXHAUST

@ O

FLUSH MOUNTED PUBLIC POWER SUPPLY
ADDRESS VISUAL/ SPEAKER
RADIANT CEILING PANEL
EXIT LIGHT
_ CEILING MOUNTED PROJECTOR
OCCUPANCY SENSOR

CEILING DOME CAMERA

FIRE ALARM SPEAKER / VISUAL

FIRE ALARM SPEAKER

FIRE ALARM VISUAL
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T AR A. CEILING HEIGHTS ARE 90" AFF UNO
I //// Yol B. NOT ALL KEYED NOTES USED THIS SHEET
| -/ | | 4.6 C. ALL DIMENSIONS FOR PATIENT LIFT TRACK SHALL BE
COORDINATED WITH SELECTED MANUFACTURER'S
‘ REQUIREMENTS AND MAY VARY
D. CEILING HEIGHT IN PATIENT TOILETS MAY VARY BASED
ON PATIENT LIFT MANUFACTURER SELECTED.
CONTRACTOR SHALL COORDINATE REQUIRED HEIGHT
WITH SELECTED LIFT SYSTEM MANUFACTURER'S RAIL
MOUNTING REQUIREMENTS
CA PARTIAL FIRST FLOOR REFLECTED CEILING PLAN AT ENTRYWAY
1/8" = 1'-0"
B @ REFLECTED CEILING PLAN KEYED NOTES
1 CEILING SYSTEM GRID LINE
7 2 CEILING RECESSED RAILS WITH TRAVERSE RAIL FOR
!! ROOM COVERING PATIENT LIFT SYSTEM, WITH
li TRANSFER TO SINGLE TRACK PATIENT LIFT WITH (1) 30
s DEGREE BEND AND (1) 60 DEGREE BEND, COMPATIBLE
! WITH EXISTING GULDMANN LIFTS, TYP ALL PATIENT
i ROOMS
i 63 3 CUBICLE CURTAIN TRACK, TYP ALL PATIENT ROOMS
4 4 EXPANSION JOINT
5 VERIFY HEIGHT OF SOFFIT WITH EXISTING CONDITIONS
AS REPRESENTED IN F3/AE300
6 ALIGN
7 TIE INTO EXISTING CEILING GRID, PATCH/MATCH
EXISTING
8 REWORK EXISTING CEILING GRID AND CEILING PANELS
AS DISTURBED BY PARTITION DEMOLITION, REPLACE
CEILING PANELS WHERE DAMAGED, TO MATCH EXISTING
X % | . % oo | 9  LIGHT COVE, SEE DETAIL
10 LINEAR LIGHT FIXTURE RECESSED IN CEILING. SEE
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